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GENERAL NOTES: PARTS LIST
1) DIMENSTONS AND SYMBOLOGY ARE AMERICAN NATIONAL | DRAWING Mo TDESCRIPTION
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STANDARD UNLESS OTHERWISE SPECIFIED. J3.12.33 STRIKER PLATE, LATCH

2) ROUGHNESS AVERAGE EQUALS 125 MICROINCHES
J3.12.34 SWINGING SHIELD HINGE PIN

UNLESS OTHERWISE SPECIFIED.
J3.12.35 SWINGING SHIELD LATCH HANDLE SHAFT-4

3) DIMENSIONS AND TOLERANCES ARE IN INCHES.
J3.12.38 SWINGING SHIELD LATCH HANDLE

4) BREAK ALL SHARP EDGES.
J3.12.39 SUPPORT WELDMENT-3

5) TOLERANCES:
J3.26.31 HOT CELL SHIELDED CLOSURE FRAME WELDMENT

DEC IMALS: X = £.060
FRACTIONS: J3.26.32 HOT CELL SHIELDED CLOSURE WELDMENT

XX = £.030
ANGULAR: J3.26.34 HOT CELL SHIELDED CLOSURE LATCH HANDLE

XXX = £.010
SHCS, 3/8-16 UNC X I-1/4 LG., ASTM AS514
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BALL PLUNGER, CARR LANE P/N: CL-70-BP-2
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DOOR OPERATOR, PER DATA SHEET DO-3022

EXTERNAL SNAP RING, ARCON P/N: 1460-150

EXTERNAL SNAP RING, ARCON P/N: 5304-200

FLANGED BEARING, McMASTER CARR P/N: 59575K38

FLANGED BEARING, McMASTER CARR P/N: 59575K41

GASKET, MINOR P/N: ZX-8070, NEOPRENE, 40-50 DUROMETER

HEX SOCKET CAM FOLLOWER, SMITH BEARING P/N: HR-2-1/4-XB

RADIAL BEARING, TORRINGTON P/N: 20SFL32

SCREW, HEX, 1/2-13 UNC X 3 LG., ASTM A320 GRADE L7

SOC HD SET SCR, 3/8-16 UNC X 1-1/4LG., ASTM A320 GRADE L7

SQ KEY, 3/8 X 3, STEEL
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THRUST BEARING, TORRINGTON P/N: 20TPSI103

WASHER, PLAIN, TYPE A, 2, ASTM F436 TYPE |
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WASHER, PLAIN, TYPE A, NARROW 1/2, ASTM F436 TYPE |
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SECTION B-B
SCALE 3716 .

DETAIL 2
DETAIL 1 SCALE 3/16

SCALE 3716
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\ P < MANUFACTURER”S INSTRUCTIONS) AND OPERATION OF DOOR.
3% 1
8. COMPONENT WEIGHT: 63647 LBS.
DETAIL 6

DETAIL 5 SCALE 3/16 SCALE: 3/32
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SECTION A-A I NOTES:
T==>SUPPORT WELDMENT IS FOR SUPPORT DURING SHIPMENT AND INSTALLATION. REMOVE SUPPORTS,
GRIND, AND REFINISH AFTER DOOR IS CAST IN WALL.
2= LUBRICATION OF THRUST BEARING TO BE NLGI GRADE 3 GREASE.
(3= GASKET CORNERS TO BE MITERED AND VULCANIZED. SHIP GASKET LOOSE. GASKET SHALL BE GLUED
W”” — TO THE DOOR AFTER THE DOOR AND THE FRAME ARE CAST IN WALL. USE LOCTITE DURABOND E-40FL
/// EPOXY TO ADHERE GASKET TO THE STEEL FRAME.
1 [~
e o — 4. THIS COMPONENT 1S SUBJECT TO THE FABRICATION REQUIREMENTS SET FORTH IN SECTION 15065
16
5. THE HOT CELL SHIELDED CLOSURE ASSEMBLY WILL BE CAST IN THE WALL INTO THE HOT CELL.
‘iiiiii 172 REFERENCE STRUCTURAL DRAWINGS FOR INSTALLATION DETAILS.

(::::)\\\\\\* NN , iﬁ/i ;1———11::- 6. USE HANDLE TO COMPRESS GASKET. AND TO BREAK THE DOOR AWAY FROM THE GASKET (BREAK VACUUM).
7 ' AN USE THE DOOR OPERATOR FOR THE REMAINING DOOR OPENING AND CLOSING ROTATION.
/L ~ i N
/) ~ WV 777 §§§§ 7. FABRICATOR SHALL INSTALL, ADJUST AND TEST THE DOOR OPERATOR (PER DOOR OPERATOR
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